












































NORIAN   SIANI ENGINEERING, INC. 
 43 Bradford Street, Concord, MA 01742 • Tel: 781-398-2250  
 
 
 
October 14, 2014 
 
Shelly Dein, Energy and Sustainability Director 
City of Quincy 
Public Buildings Department 
58 Saville Avenue 
Quincy, MA 02169 
 
 
RE: BERNAZZANI ELEMENTARY SCHOOL;  QUINCY, MA 

HEATING AND VENTILATING SYSTEM REPLACEMENT & 
GAS CONVERSION STUDY  

 
 
Dear Shelly, 
 
Thank you for your and Dave's help plus helpful guided tour and stream of information.  There 
are challenges and opportunities ahead.  Given the long term nature of the school our 
recommendations primarily follow the logic of lowest life cycle cost over 20+ years.  We expect 
the school to still be serving the community as it does now and benefit from lowest costs over 
the very long term.  The building is clearly well maintained and the new windows have made a 
big difference in providing comfort and energy efficiency.    
 
The Bernazzani Elementary School has been constructed in two parts.  The original building 
was constructed in 1955, is single story, includes administrative offices, classrooms, small 
auditorium and has 27,000 SqFt of floor space.  Attached to the southwest end of the building is 
a single story addition built in 1996 that provides a full gymnasium and four classrooms and 
provides another 8,120 SqFt of floor space.  The original steam heating and ventilating (H&V) 
systems are still in place in the original building and need replacement.   
 

1. Conversion to gas from oil for the original building will save approximately 50% in energy 
cost; see attached spread sheet titled: Operating Cost and Emissions Comparison. 

EXECUTIVE SUMMARY 
 
Quincy Schools clearly understands the need to update the building heating and ventilating 
system for the following set of primary reasons:  

2. It will also reduce carbon emissions from the school by approximately 68 Tons/year; see 
attached spread sheet titled: Operating Cost and Emissions Comparison. 

3. Steam systems are inherently less efficient than modern low temperature hot water sys-
tems; roughly 17% increase in combustion efficiency. 

4. The systems in the original building  are and past expected lifespan and are therefore 
incurring more frequent problems and related costs.   

5. Maintaining two separate boiler plants (as is currently the case) is more costly and both 
boiler plants are less efficient than a modern system. 
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Two system approaches were examined.  Both system approaches remove the existing steam 
system in its entirety and replace it with a new gas fired boiler system plus forced hot water 
piping system.  The new hot water system would be tied into the small existing forced hot water 
system currently serving the Gym addition making a single integrated system.  The costs also 
include joining the control systems into a single system with web access.  
 
The following table displays estimated installed cost for the two systems under consideration, 
fuel costs for the existing and proposed systems assuming today's oil and gas costs and the last 
column in the table displays fuel cost savings.  See attached spread sheets for most of the 
analytical information used to prepare this report. 
 
 
 
SYSTEM 

 
INSTALLED 

COST 
($) 

 
SYSTEM  

FUEL COST 
($/Year) 

 
SYSTEM 

FUEL COST 
SAVINGS ($/Year) 

 
Existing system 

 
N/A 

 
$52,586/Year 

 
N/A 

 
System-1:  Unit Ventilators 

 
$1,173,500 

 
$27,044/Year 

 
$25,542/Year 

 
System-2: Roof Mount ERV’s 

 
$1,468,200 

 
$23,701/Year 

 
$28,885/Year 

 
 
System-2: Roof mounted ERV’s, is a much more costly approach than System-1: Replace Unit 
Ventilators.  The additional annual savings of only approximately $3,300 does not justify the 
large additional construction cost. 
 
We recommend using System Option-1.  
 
 
SYSTEM OPTIONS 
 
Quincy personnel have requested and we recommend the replacement heating system 
approach outlined below.  With regard to the ventilation system two approaches are appropriate 
to consider.  This report examines the costs and benefit for these two ventilation system 
approaches and assumes that the heating system design is similar in both of these ‘system’ 
options.  After describing the common heating system approach below we define the two 
different ventilation systems and then the recommendation for H&V system controls. 
 
Recommended Heating System  
The system described below is the same for both Sytem-1 and System-2.  All new systems 
should be specified to meet or exceed stretch code requirements. 
 
An increased natural gas service must be installed and the outside buried oil tank must be 
removed.  The new gas service will include a new meter and be piped from the meter into the 
existing boiler room.  
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The recommended heating system approach is to use two (or possibly three) condensing mode 
gas fired boilers to replace the heating now provided by the existing pair of steam boilers plus 
the four gas fired boilers in the Gym addition.  The new boilers would be located within the 
existing steam boiler room after demo and removal of the existing equipment and piping in the 
boiler room.  Prior to any demo, asbestos abatement will be required as there appears to be 
asbestos pipe insulation and likely further asbestos in the cast iron sectional steam boilers. 
 
The existing steam boilers have output capacity of roughly 2,500,000 BTU/Hr each or 5 million 
BTU/Hr total, which is essentially twice what is required by the existing condition.  The System-1 
approach would require new boiler plant output capacity of roughly 2,750,000 BTU/Hr in total for 
both boilers.  This is approximately 120% of required worst case (“design load”) heating needs 
for the sum of thermal envelope heat loss and heat required to warm the required outside air 
supply.  Note that this added 20% is on top of the 20% safety factor we use on the initial 
calculated design loads; see attached spread sheet titled: Heat Loss. 
 
This sizing strategy provides sufficient boiler plant output to keep the building from freezing on 
the worst day with only one boiler running.  At roughly 36 degrees F outdoor temperature the 
building could be maintained at 70 degrees F. 
  
The System-2 approach that uses an energy recovery ventilator (ERV), would require smaller 
output capacity of roughly 2,200,000 BTU/Hr in total for both boilers.   
 
All existing steam and condensate piping serving the original building that is exposed to view 
would be removed and concealed piping would be abandoned in place.   All classroom unit 
ventilators, steam coils in the air handlers serving the media area, and steam convectors would 
also be demolished.   
 
The new boiler system will take up far less room than the existing boilers and equipment.  In 
fact, if desired the new boiler pant can fit within the existing newer and smaller boiler room 
located in the gym addition.  However this would require additional gas piping and related cost 
compared to using the existing steam system boiler room.  
 
A new forced hot water (Hydronic) piping system would be installed to serve both the original 
building and the gym addition.  Piping would connect the new boiler room to the small boiler 
room in the Gym addition.  The same central hydronic piping system would also serve all new 
system heating terminal units in all areas and provide heating for the ventilation systems. 
 

Replace existing steam unit ventilators (UV’s) in the original building with new hydronic UV’s.  
The unit ventilators provide both heating and fresh air ventilation to the classrooms.  The four 
classrooms in the addition also use unit ventilators but of the modern type and are controlled 
using digital temperature and ventilation controls.  Ventilation air is controlled using real time 
sensing of the CO2 levels in the classroom.   When the set point limit (likely 800-900 ppm) is 
exceeded the UV begins to open its outside air damper and modulates the position to achieve 
appropriate indoor air quality.  Digital thermostat control of temperature is also provided.  This 
approach is very energy conserving and we do recommend it for the new UV’s that would be 
specified.  The new UV’s would be piped to the new hydronic heating piping system.  The UV’s 
in the Gym addition classrooms would remain in place.  The air handling units (AHU’s) now in 
place serving the gym are in good condition and are properly controlled.  The AHU’s serving the 

System-1:  Unit Ventilators (UV’s) 
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auditorium space are original from 1955 and can be replaced with new AHU’s that have 
hydronic heating coils and all new dampers and controls. 
 
System-2: Roof Mount ERV’s 
With this ventilation approach a pair of Energy Recovery Ventilators (ERV’s) would be mounted 
on the roof and serve the classrooms through a set of ducts mounted both externally on the roof 
and within the building.  This approach is much more difficult and costly to install than using the 
UV approach in System-1.   However, it does offer greater energy efficiency for the fact that the 
ERV’s do transfer (recover) roughly 60% of the heating energy in the exhaust air stream as it 
leaves the building transferring it to the incoming fresh outside air; (eg: when its 6 degrees F 
outside using an ERV results in warming the incoming fresh air up to 48 degrees F without 
requiring any additional energy consumption).  Using a hydronic heating coil the design would 
then warm the incoming fresh air up to 70 degrees (adjustable) so that the fresh air supply 
entering each room poses no additional heating requirement for the heating terminal units 
installed in the room to provide basic space heating to make up for heat lost through the thermal 
envelope (walls, windows and roof). 
 
This more energy efficient system for providing ventilation to the spaces takes the place of the 
outside air connections and damper controls that would be part of the UV’s identified in the 
System-1 approach above.  For System-2, instead of replacing the UV’s with similar modern 
units, the old UV’s would be removed and in their place we recommend simple cabinet fan coils.  
The units include a sheet metal enclosure that is significantly smaller than the existing UV’s.  
Within the cabinet are a fan, a hydronic heating coil and a control valve that let’s hot water flow 
through the coil or not depending upon call for heat.   
 
With the existing UV’s removed the existing hole in the exterior wall now used for outside air 
connection would be blanked off and insulated.  It is likely that as a matter of architectural 
aesthetics and practicality additional cabinetry that matches the existing would be installed to 
take up the space left when the old large UV’s are removed and the new smaller cabinet fan 
coils are installed.  
 
The ERV’s, mounted to the roof each have two fan & motor pairs.  One for moving incoming 
outside air into the building and one for moving an equal amount of exhaust air out of the 
building.  Both supply and exhaust ducts would likely run through the open web joists within the 
classrooms and diffusers and grilles in the ducts would supply the fresh air to the classroom and 
exhaust stale air.  Proper design and location of these ducts, diffusers and grilles is required to 
obtain the best indoor air quality (IAQ) benefit from the ventilation system.   
 
The use of externally mounted and heavily insulated ducts on the roof is a requirement caused 
by the difficult reality of the existing architecture which was not designed with enough interior 
space for a set of ducts to run from beneath a roof mounted ERV unit and down the hallway 
ceilings as would be done in a new construction project that uses this strategy.  Unfortunately 
this not only costs a good deal more but the added heat loss of the exterior ducts reduces the 
energy savings. 
 

Again with concurrence from Quincy personnel, we recommend the use of a new Direct Digital 
Control (DDC) system to provide control of all H&V systems.   Sometimes called a Building 
Automation System (BAS) or an Energy Management System (EMS) this approach uses a web 
connected computer approach to providing robust H&V control.  The DDC provides refined and 

Controls 
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flexible temperature, ventilation and schedule control which can be used over time to optimize 
settings to provide comfort and reduces energy consumption.  All new thermostats, fan motor 
controls and more would be controlled by a single integrated DDC system.    
 
The gym addition H& V systems use a Honeywell XL-10 control system that is similar to the 
more modern DDC system recommended but now outdated.  The new DDC system would be 
able to incorporate some of the existing controls in the Gym addition but many controls would 
have to be replaced.  Existing wiring can be reused.  Including this work is required provide a 
single integrated DDC system for all school HVAC.    
 
 
DESIGN DETAILS 
 
Piping 
Piping for the new hydronic system can be steel, copper or Aquatherm rigid plastic piping with 
fusion welded joints. 
 
New stretch code level pipe insulation would be included and we urge that all pipe hangers be 
sized to go around the insulation and not contact the piping directly in order to reduce 
conductive heat loss.  We also recommend that valves, air separator, pump bodies and other 
system elements be thoroughly insulated. 
 
Pumping 
A variable speed pumping strategy should be used so as to conserve on electrical pumping 
costs.  Variable speed pumps should be specified along with modulating 2-way hydronic valves 
that will provide better temperature control.  As the valves at each unit ventilator or air handler 
modulate, the variable speed pump will speed up or slow down to accommodate the changing 
flow rate requirements.     
 

The existing forced hot water system serving the Gym addition uses glycol antifreeze to protect 
the circulating water from freezing in the case of outside air leaking through the outside air 

Air Handling Units 
The Gym air handling units (AHU's) are close to 20 years old and require a thorough cleaning 
including the coils.  Dampers, actuators, and controls need service and we assume replacement 
of some components will be needed.  The original building AHU's serving the Media and stage 
area can be replaced or rebuilt.  A thorough duct cleaning is required for either approach.  For a 
rebuild a new hydronic coil is required for replacement of the existing steam coil, all actuators 
and the blower motors should be replaced, and some additional components will no doubt be 
needed. Cost for a rebuild is likely lower than newer units and the existing units are built of 
heavier gauge materials.  Closer inspection is required to decide which option to go with. 
  
Unit Ventilators 
New unit ventilators will replace the existing UV's in the older building. They need to be selected 
based on best geometric fit and an acceptable quality standard.  Further investigation is needed 
during design to make this important decision.  Energy efficient fan motors will payback well 
within lifespan.  Controls must be able to provide full DDC control of all functions including CO2 
classroom monitoring and OA control.    
 
Glycol Antifreeze 
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dampers and coming in contact with the hydronic coils in AHU’s and/or UV’s.  The new system 
should similarly use anti-freeze for freeze protection.  The two options include A) Glycol for the 
entire hydronic system, and B) Two heat exchangers that would transfer heat from boiler system 
water to the glycol loops, one to serve the entire Gym wing and one to serve the AHU's in the 
Media area. 
 
Radiation 
Steam convectors and radiators currently are in place to provide small amounts of heat in areas 
such as offices, entries, and hallways.  These steam heated units should be removed and new 
hydronic radiators or convectors put in their place. 
 
Air Filtration 
Attention to specifying good filters for UV’s and AHU’s will help improve and maintain better 
indoor air quality.   
 
Air Conditioning 
At the time of specifying the replacement H&V system consideration can be given to adding A/C 
to specific areas if desired. 
 
Fan Motors 
For new UV’s, ERV’s, cabinet fan coils, and AHU’s the fan motors should be specified to be as 
efficient as possible.  New ECM motors will help reduce power costs for moving air. 
 
Electrical 
The new H&V system work will require power for new equipment and for all but the ERV’s 
existing power circuits are likely adequate.   
 
RECOMMENDATION 
 
We recommend implementation of System-1: Replace Unit Ventilators.   
 
System-2: Roof mounted ERV’s, is a much more costly approach than System-1: Replace Unit 
Ventilators.  The additional annual savings of only approximately $3,300 does not justify the 
large additional construction cost. 
  
 
 
Please contact me if you have any questions.   
 
Sincerely,  
for Norian/Siani Engineering, Inc. 
 
Sergio Siani 

Sergio Siani 
SFS/klk 





NORIAN/SIANI ENGINEERING, INC
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Project: Bernazanni Elementary School
Date: 9/26/2014

GWP
 Total BTU/Yr Fuel units CO2 [1] SO2 [2] NOx [3] [8]

/ [5] Required Required lbs lbs lbs lbs

Oil, No. 2 138,700 / gal $3.28 75% 1,418,224,147 13,633 $44,717.86 - 293,120 1,935.956 245 293,322 

Natural Gas 100,000 / therm $1.43 78% 429,173,931 5,502 $7,868.19 - 64,420 0.330 83 67,938 

1,847,398,078 Total Cost  = $52,586.05 0.0% 357,540 1,936 328 361,260 

Natural Gas 100,000 / therm $1.43 92% [9] 1,739,878,078 [9] 18,912 $27,043.76 -48.6% 221,418 1.135 284 233,510 

$25,542.29 

Natural Gas 100,000 / therm $1.43 92% 1,296,112,366 14,088 $20,146.09 - 164,944 0.845 211 173,952 

Natural Gas 100,000 / therm $1.43 92% 228,725,712 2,486 $3,555.19 - 29,108 0.149 37 30,697 

1,524,838,078 [10] Total Cost  = $23,701.29 -54.9% 194,052 0.994 249 204,649 

$28,884.76 

Ventilation Requirements:
Assume140 Days of Occupancy durring heating season, building occupied from 8AM - 4PM (8 Hrs per day), with average OA Temp of 20 degF and indoor air temp of 72 degF.   IMC 2009 requires 12,000 CFM of ventilation for the building.

Annual Ventilation BTUs = (140 Days Occupied)*(8 Hrs/Day)*(72 degF - 32 degF)*(12,000 CFM)*(1.085)
Annual Ventilation BTUs = 537,600,000 Btus

[1]

[2]

[3]

[4] Emissions are estimated using Emissions Factors and Energy Prices, April 2004 by Leonardo Academy, Inc..  See: www.cleanerandgreener.org

[5]
[6]
[7]
[8]
[9]
[10]

Air Source Heat Pumps in Boston achieve lower than manufacturer's ratings.  This value is based on HSPF corrected for weather in Boston, MA.
Ground water source heat pump efficiency is expressed in COP.  A SEER of 19 = a COP of 5.57 or a listed System Efficiency of 557% . 
Global Warming Potential (GWP) is a measure of how much a mass of each specific gas contributes to global warming.  This scale is based on CO2 which has a GWP of 1.0.  N2O has a GWP of 296, meaning that 
                 

Standard Efficiency Gas
Forced Hot Water (FHW)

EXISTING CONDITION - Steam Boiler on Older Building Section, Gas Fired Boiler for newer addition

Total BTU =

Roof Top Unit ERV, Hydronic Reheat

Total BTU =

System Approach I - Replace Unit Ventilators, New Hydronic System - Base Bid (RECOMMENDED)

System Approach II - ERV Makeup Air & Hydronic Convectors
High Efficiency Gas Forced Hot Water 
(FHW) Boiler

Standard Efficiency Oil Fired, Steam

Carbon Dioxide (CO2) is released when fossil fuels (e.g., Coal, Oil and Natural Gas) are burned.  Carbon Dioxide, a greenhouse gas, is a major contributor to global warming.

Sulfur Dioxide (SO2) is formed when fuels containing sulfur are burned, primarily coal and oil.  Major health effects associated with SO2 include asthma, respiratory illness and aggravation of existing cardiovascular 
disease.  SO2 combines with water and oxygen in the atmosphere to form acid rain, which raises the acid level of lakes and streams and accelerates the decay of buildings and monuments.

System Type

High Efficiency Gas Forced Hot Water 
(FHW) Boiler

$/UNIT
System 

Efficiency
Cost $/Year %  Difference

Includes added 20% energy savings due to the use of Demand Limit Ventilation Control with the Unit Ventilator units.
Includes added ERV efficiency of 60% for the make-up air portion of the building load calculations and enables reduction in heating required.

System efficiency is a critical factor in comparing fuel costs. Efficiencies shown above are seasonal not steady state.  

Nitrogen Oxides (NOx) form when fossil fuels are burned at high temperatures.  They contribute to acid rain and ground-level ozone (smog), and may cause respiratory illness in children with frequent high level 
exposure.  NOx also contribute to oxygen deprivation of lakes and coastal waters which is destructive to fish and other animal life.

Operating Cost and Emissions Comparison
Fuel Cost Emissions [4]

Fuel BTU Unit
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Date:
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Client: Quincy Schools

 8" CMU with insul core & Brick = 3.30  R-Value
 2x6 with R-19, steel stud, No T-break & Brick = 12.70  R-Value

 8" CMU & Brick = 2.45  R-Value
Window Panel = 4.35  R-Value

Above Grade DsgnDelta = 66 Deg
Infilt = 0.4 ACH Glass R Value = 2.78  R-Value

Slab Loss = 15%  of shell UA Roof R Value = 28.00  R-Value
Demand Limit Control Ventilation Heat Reduction = 20%

Heat Loss - - - - - - - - - - - - - - - - - - - - - - - - - - - Ventilation - - - - - - - - - - - 
UA UA TOTAL

Sq.Ft. Average Wall-1……. Wall-2……. Wall-3……. Panel Shell Slab Loss Infilt Shell & Infil BUTH Building Ventilation
Fl.Area Height Net Net Net Net Glass & Door--    Roof-------------  TOTAL PLUS PLUS PLUS

Room SqFt Feet Area R Area R Area R Area R Area R Area R BTU / Deg F. - Hr CFM BTUH BTUH 20% 20% 20%

Original Building IMC09 Ventilation Required = 8,615              
Classrooms West Wing 13,894     11.0 9061 3.3 12.7 4,367     2.5 60.0 4.3 1,113          2.8 13,894  28.0 5,438.9 815.8 1,100       7,355.1 4,182        238,459     723,899 868,679 582,527 286,151
Media + 6,064       12.0 4381 3.3 12.7 3,682     2.5 65.5 4.3 449             2.8 6,064    28.0 3,223.7 483.6 524          4,231.2 2,022        115,295     394,554 473,465 335,111 138,354
Classrooms East Wing 7,007       11.0 5225 3.3 12.7 2,791     2.5 84.5 4.3 636             2.8 7,007    28.0 3,221.3 483.2 555          4,259.4 2,411        137,507     418,628 502,353 337,345 165,008

26,965 18,667 0 10,840 210 2,198 26,965 SUBTOTAL HEAT LOSS  = 1,537,081 1,844,497 1,254,983 589,514

Gym Addition IMC09 Ventilation Required = 3,385              
Gym 3,969       12.0 2,632     3.3 1,170     12.7 2.5 4.3 0 2.8 3,969    28.0 1,031.5 154.7 342.9 1,529.1 2,575        146,834     247,754 297,305 121,104 176,201
Other Rooms 4,155       11.0 828        3.3 3,178     12.7 2.5 4.3 342 2.8 4,155    28.0 772.7 115.9 329.1 1,217.6 810           46,192      126,556 151,867 96,437 55,431

8,124 3,460 4,348 0 0 342 8,124 SECOND FLOOR SUBTOTAL HEAT LOSS  = 374,310 449,172 217,541 231,631

 TOTAL HEAT LOSS  = 2,293,669 1,472,523 821,146

9/26/2014

BERNAZZANI SCHOOL  -  DESIGN HEAT LOSS

Heat-loss w/ Safety
BTUH
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Date:
Job: Bernazzani School, Quincy
Client: Quincy Schools

 8" CMU with insul core & Brick = 3.30  R-Value
 2x6 with R-19, steel stud, No T-break & Brick = 12.70  R-Value

 8" CMU & Brick = 2.45  R-Value
Window Panel = 4.35  R-Value

Above Grade DsgnDelta = 66 Deg
Infilt = 0.4 ACH Glass R Value = 2.78  R-Value

Slab Loss = 15%  of shell UA Roof R Value = 28.00  R-Value
ERV Efficiency = 65%

Heat Loss - - - - - - - - - - - - - - - - - - - - - - - - - - - Ventilation - - - - - - - - - - - 
UA UA TOTAL

Sq.Ft. Average Wall-1……. Wall-2……. Wall-3……. Panel Shell Slab Loss Infilt Shell & Infil BUTH Building Ventilation
Fl.Area Height Net Net Net Net Glass & Door--    Roof-------------  TOTAL PLUS PLUS PLUS

Room SqFt Feet Area R Area R Area R Area R Area R Area R BTU / Deg F. - Hr CFM BTUH BTUH 20% 20% 20%

Original Building IMC09 Ventilation Required = 8,615              
Classrooms West Wing 13,894     11.0 9061 3.3 12.7 4,367     2.5 60.0 4.3 1,113          2.8 13,894  28.0 5,438.9 815.8 1,100       7,355.1 4,182        193,748     679,188 815,025 582,527 232,498    
Media + 6,064       12.0 4381 3.3 12.7 3,682     2.5 65.5 4.3 449             2.8 6,064    28.0 3,223.7 483.6 524          4,231.2 2,022        93,677      372,936 447,524 335,111 112,413    
Classrooms East Wing 7,007       11.0 5225 3.3 12.7 2,791     2.5 84.5 4.3 636             2.8 7,007    28.0 3,221.3 483.2 555          4,259.4 2,411        111,724     392,845 471,414 337,345 134,069    

26,965 18,667 0 10,840 210 2,198 26,965 SUBTOTAL HEAT LOSS  = 1,444,969 1,733,963 1,254,983 478,980    

Gym Addition IMC09 Ventilation Required = 3,385              
Gym 3,969       12.0 2,632     3.3 1,170     12.7 2.5 4.3 0 2.8 3,969    28.0 1,031.5 154.7 342.9 1,529.1 2,575        119,302     220,223 264,267 121,104 143,163    
Other Rooms 4,155       11.0 828        3.3 3,178     12.7 2.5 4.3 342 2.8 4,155    28.0 772.7 115.9 329.1 1,217.6 810           37,531      117,895 141,474 96,437 45,038      

8,124 3,460 4,348 0 0 342 8,124 SECOND FLOOR SUBTOTAL HEAT LOSS  = 338,118 405,741 217,541 188,201    

 TOTAL HEAT LOSS  = 2,139,704 1,472,523 667,181

9/26/2014

BERNAZZANI SCHOOL  -  DESIGN HEAT LOSS

Heat-loss w/ Safety
BTUH
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NORIAN  SIANI ENGINEERING, INC.
                                                         43 Bradford Street, Concord, MA, 01742 Tel: (781) 398-2250, Fax: (781) 398-2280 

Bernazzani School
Quincy Schools

Construction Cost Estimates - Heating and Ventilating Systems Upgrade

System Approach I - Replace Unit Ventilators, New Hydronic System - Base Bid
October 14, 2014

Cost/Unit
Item qty Material Labor Total M & L Total Cost

1 SELECTIVE DEMOLTION
2   UV's 14 $225 $225 $3,150
3   CC 14 $100 $100 $1,400
4   piping (ft) 500 $2 $2 $750
5   AHU steam coils 2 $500 $500 $1,000
6   steam equipment, recievers 2 $400 $400 $800
7   DHW tanks 1 $800 $800 $800
8   exhaust fans 3 $400 $400 $1,200
9   Underground Storage Tank Removal (Site Work & Disposal) 1 $20,000 $20,000

10
11 ASBESTOS ABATEMENT
12 Full Containment Boiler Room(s) 1 $5,000 $250 $5,250 $5,250
13   pipe insulation (LN FT) 100 $50 $50 $5,000
14   project monitoring/air testing (days) 4 $250 $650 $900 $3,600
15
16 HVAC
17 Media Center AHU Dampers & Motor Actuator 2 $2,000 $1,500 $3,500 $7,000
18 Gym AHU Motor Actuator 2 $1,700 $800 $2,500 $5,000
19 Gym AHU Duct Cleaning 2 $0 $878 $878 $1,756
20 UV horizontal 14 $3,800 $1,320 $5,120 $71,680
21 CC 14 $500 $240 $740 $10,360
22 AHU coils 2 $1,500 $960 $2,460 $4,920
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Cost/Unit
Item qty Material Labor Total M & L Total Cost

23 exhaust fans 3 $2,000 $480 $2,480 $7,440
24
25 boilers
26 2.75 MMBtu Total Boiler Plant Output 2 $50,000 $9,600 $59,600 $119,200
27 Boiler pumps 2 $1,200 $960 $2,160 $4,320
28 venting and combustion air 70 $200 $60 $260 $18,200
29 concrete wall penetrations 2 $200 $960 $1,160 $2,320
30 equipment pad 1 $200 $960 $1,160 $1,160
31 gas piping 3" 50 $13 $22 $35 $1,730
32 electrical connections 3 $500 $960 $1,460 $4,380
33 DHW Tank 1 $8,000 $0 $8,000 $8,000
34
35 piping and insulation (ft)
36 3" 40 $13 $22 $35 $1,384
37 pipe insulation 2" 40 $8 $11 $19 $752
38 2-1/2" steel, welded 484 $11 $20 $31 $15,198
39 pipe insulation 2-1/2" 484 $7 $10 $17 $8,034
40 2" steel, threaded 214 $16 $14 $30 $6,506
41 pipe insulation 2" 214 $4 $5 $9 $1,883
42 1-1/2" and 1-1/4" copper type L,  soldered 440 $16 $11 $27 $11,792
43 pipe insulation 1-1/2" 440 $3 $5 $8 $3,432
44 1" 700 $9 $8 $17 $12,180
45 pipe insulation 1" 700 $2 $5 $7 $4,760
46 pipe fittings/valves (=/- 10% LF) 188 $50 $22 $72 $13,522
47 coring for pipe penetrations 6 $50 $120 $170 $1,020
48 pumps P1 2 $12,000 $1,020 $13,020 $26,040
49   suction diffuer 2 $900 $384 $1,284 $2,568
50   flex connection 2 $400 $96 $496 $992
51   triple duty 2 $1,100 $360 $1,460 $2,920
52   VFD-1 for pumps P-1 2 $2,200 $600 $2,800 $5,600
53  Starters 2 $200 $120 $320 $640
54 air separator 1 $3,000 $600 $3,600 $3,600
55 chemical shot 1 $500 $600 $1,100 $1,100
56 expansion tanks 3 $1,500 $96 $1,596 $4,788
57 3" Y-Strainer 1 $400 $480 $880 $880
58
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Cost/Unit
Item qty Material Labor Total M & L Total Cost

59 DDC CONTROLS
60 UV's - CO2 transmitters & Thermostats 14 $700 $792 $1,492 $20,888
61 CC's - Thermostats 7 $700 $792 $1,492 $10,444
62 2-way valves, iso and balancing  valves (CC, CUH & BB & Rads) 30 $500 $960 $1,460 $43,800
63 damper actuators 2 $300 $480 $780 $1,560
64 DDC Infrastructure (Wiring, Conduit, Controls) 1 $20,000 $20,000 $40,000 $40,000
65
66 ELECTRICAL
67  equipment connections (basemount pumps) 2 $800 $960 $1,760 $3,520
68  equipment connections (inline pumps) 4 $400 $600 $1,000 $4,000
69  equipment connections (UVs) 14 $50 $216 $266 $3,724
70  equipment connections (EFs) 3 $75 $216 $291 $873
71
72 General Construction
73 Cutting, Patching & Painting 1 $2,000 $6,000 $8,000 $8,000
74 UV Cabinetry Patching & Painting 14 $300 $1,800 $2,100 $29,400
75 UV Cabinetry Patching (Sheet Metal) 14 $800 $400 $1,200 $16,800
76 sub total $623,015
77 General Conditions 10% $62,302
78 Design 10% $68,532
79 Overhead and Profit 20% $150,770
80 Design Contingency 15% $135,693
81 total $1,040,311
82
83 with city index adjustment
84 Boston 112.8% $1,173,471
85
86 System Approach I - Replace Unit Ventilators, New Hydronic System - Base Bid
87 October 14, 2014
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NORIAN  SIANI ENGINEERING, INC.
                                                         43 Bradford Street, Concord, MA, 01742 Tel: (781) 398-2250, Fax: (781) 398-2280 

Bernazzani School
Quincy Schools

Construction Cost Estimates - Heating and Ventilating Systems Upgrade

System Approach II - ERV Makeup Air & Hydronic Convectors
October 14, 2014

Cost/Unit
Item qty Material Labor Total M & L Total Cost

1 SELECTIVE DEMOLTION
2   UV's 14 $225 $225 $3,150
3   CC 14 $100 $100 $1,400
4   piping (ft) 500 $2 $2 $750
5   AHU steam coils 2 $500 $500 $1,000
6   steam equipment, recievers 2 $400 $400 $800
7   DHW tanks 1 $800 $800 $800
8   exhaust fans 3 $400 $400 $1,200
9   Underground Storage Tank Removal (Site Work & Disposal) 1 $20,000 $20,000

10
11 ASBESTOS ABATEMENT
12 Full Containment Boiler Room(s) 1 $5,000 $250 $5,250 $5,250
13   pipe insulation (LN FT) 100 $50 $50 $5,000
14   project monitoring/air testing (days) 4 $250 $650 $900 $3,600
15
16 HVAC
17 Media Center AHU Dampers & Motor Actuator 2 $2,000 $1,500 $3,500 $7,000
18 Gym AHU Motor Actuator 2 $1,700 $800 $2,500 $5,000
19 Gym AHU Duct Cleaning 2 $0 $878 $878 $1,756
20 ERVs 3 $26,000 $745 $26,745 $80,235
21 Cabinet Fan Coil 28 $1,500 $240 $1,740 $48,720
22 AHU coils 2 $1,500 $960 $2,460 $4,920
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Cost/Unit
Item qty Material Labor Total M & L Total Cost

23 ductwork interior (lbs) 1,300 $1 $3 $3 $4,030
24 ductwork insulation interior (ft) 800 $2 $5 $7 $5,600
25 ductwork exterior (lbs) 4,550 $2 $2 $4 $18,200
26 ductwork insulation exterior (ft) 2,800 $2 $5 $7 $19,600
27 grilles 28 $1,500 $960 $2,460 $68,880
28
29 boilers
30 2.2 MMBtu Total Boiler Plant Output 2 $44,000 $9,600 $53,600 $107,200
31 Boiler pumps 2 $1,200 $960 $2,160 $4,320
32 venting and combustion air 70 $100 $60 $160 $11,200
33 concrete wall penetrations 2 $200 $960 $1,160 $2,320
34 equipment pad 1 $200 $960 $1,160 $1,160
35 gas piping 3" 50 $13 $22 $35 $1,730
36 electrical connections 3 $500 $0 $500 $1,500
37 DHW Tank 1 $8,000 $0 $8,000 $8,000
38
39 piping and insulation (ft)
40 2-1/2" steel, welded 40 $11 $20 $31 $1,256
41 pipe insulation 2-1/2" 40 $7 $10 $17 $664
42 2" steel, threaded 150 $16 $14 $30 $4,560
43 pipe insulation 2" 150 $4 $5 $9 $1,320
44 1-1/2" and 1-1/4" copper type L,  soldered 350 $16 $11 $27 $9,380
45 pipe insulation 1-1/2" 350 $3 $5 $8 $2,730
46 1" 640 $9 $8 $17 $11,136
47 pipe insulation 1" 640 $2 $5 $7 $4,352
48 3/4" 700 $7 $8 $15 $10,780
49 pipe insulation 3/4" 700 $2 $40 $42 $29,400
50 pipe fittings/valves (=/- 10% LF) 188 $50 $22 $72 $13,536
51 coring for pipe penetrations 6 $50 $120 $170 $1,020
52 pumps P1 2 $12,000 $1,020 $13,020 $26,040
53   suction diffuer 2 $900 $384 $1,284 $2,568
54   flex connection 2 $400 $96 $496 $992
55   triple duty 2 $1,100 $360 $1,460 $2,920
56   VFD-1 for pumps P-1 2 $2,200 $600 $2,800 $5,600
57  Starters 2 $200 $120 $320 $640
58 air separator 1 $3,000 $600 $3,600 $3,600
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Cost/Unit
Item qty Material Labor Total M & L Total Cost

59 chemical shot 1 $500 $600 $1,100 $1,100
60 expansion tanks 3 $1,500 $96 $1,596 $4,788
61 3" Y-Strainer 1 $400 $480 $880 $880
62
63 DDC CONTROLS
64 CC's - Thermostats 21 $500 $792 $1,292 $27,132
65 2-way valves, iso and balancing  valves (CC, CUH & BB & Rads) 30 $500 $960 $1,460 $43,800
66 ERV Controls 3 $1,500 $1,440 $2,940 $8,820
67 damper actuators 2 $300 $480 $780 $1,560
68 DDC Infrastructure (Wiring, Conduit, Controls) 1 $20,000 $20,000 $40,000 $40,000
69
70 ELECTRICAL
71  equipment connections (basemount pumps) 2 $800 $960 $1,760 $3,520
72  equipment connections (inline pumps) 4 $400 $600 $1,000 $4,000
73  equipment connections (ERVs) 3 $50 $216 $266 $798
74  equipment connections (EFs) 3 $75 $216 $291 $873
75
76 General Construction
77 Patching & Painting 1 $2,000 $6,000 $8,000 $8,000

UV Cabinetry Patching & Painting 14 $600 $1,200 $1,800 $25,200
78 UV Cabinetry Patching (Sheet Metal) 14 $1,300 $1,000 $2,300 $32,200
79 sub total $779,486
80 General Conditions 10% $77,949
81 Design 10% $85,743
82 Overhead and Profit 20% $188,636
83 Design Contingency 15% $169,772
84 total $1,301,586
85
86 with city index adjustment
87 Boston 112.8% $1,468,189
88
89 System Approach II - ERV Makeup Air & Hydronic Convectors
90 October 14, 2014
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